
nbell
Callout
Fire hydrant to be installed



A

B

5321

30'-0" 30'-0" 30'-0"

42
'-0

"

TOW EL 19.60

SL
O

PE

SLOPE

4
S-220

3
S-220

6'-0" SQ x 1'-10" DEEP
CONC FOOTING, TYP

ALLOWABLE LOCATION
FOR BRACING, TYP

ALLOWABLE LOCATION
FOR BRACING, TYP

2'-6" SQ CONC
PEDESTAL, TYP

1'
-0

"

TOW EL 23.40

5
S-221

SL
O

PE

34'-3" 7'-6" 1'-0"

1'
-3

"
39

'-6
"

1'
-3

"

10" THICKENED EDGE
CONC SLAB WITH #5 AT
12" OC EACH WAY, TOP
AND BTM, TYP

TOW EL 23.90

SEE DETAIL B/S-221
STEEL PLATE AT INSIDE FACE OF CURB WALL

TOW EL 26.901'-0" 3'-6"

4" x 3/8" GALV STEEL
GRATING (BEARING BARS
2 3/8" OC, CROSS BARS 4"
OC, SEE DRAWING S-012
FOR ADDITIONAL INFO

SLOPE

2
S-220SLOPE 1

2

15'-0" 1'-0"

4

30'-0"

SL
O

PE
SL

O
PE

SLOPE

SL

SLOPE

SLOPE

16'-3"

TOC EL 19.40

TOC EL 20.88, (3) SIDES

TOC EL 16.73

TOC EL 17.47

TOC EL 16.47

TOW EL 26.90

TOC EL 21.07

TOC EL 22.90

10" THICK CONC SLAB
WITH #5 AT 12" OC EACH
WAY, TOP AND BOT, TYP

(2) #5 CONT REINF AT
COLUMNS, ALIGN WITH
HAIRPINS, TYP

#5 HAIRPIN
TYP UON

8"

5'
-0

"

20
%

1
S-220

#5 HAIRPIN TYP AT
BLDG CORNERS

8"

5'
-0

"8'
-2

"

10
'-1

"

2'-0" SQ SUMP, CENTERED,
SEE DETAIL C/S-221

TOW EL 28.64 TOW EL 26.90

120'-0"

15'-0"

TOF EL 19.40

TOF EL 19.40

TOW EL 28.64 TOW EL 26.90

12'-3"

GALV C10x20 SIM DETAIL C/S-014
FOR (1) SIDED CONNECTION EACH
END, TYP

GALV STEEL GRATING SCREENS
(VERTICAL), PROVIDE EMBEDS AT
WALL/SLAB SIM TO S-012. 1" BAR SPACING,
6" CLEAR BELOW GRATING ABOVE

ALUM GRATING, SEE
DRAWING S-012

DS

DS

DS

DS

DS

DS

DS

DS

DS

DS

6'-4" 2'-4" 6'-4"

SLOPE

SL
O

PE
SL

SLOPE

TOC EL 22.64

TOC EL 22.25

TOC EL 22.20

1'-0"

TOW EL 19.30

TY
P

TOC EL 21.43

TOC EL 21.36
TOC EL 21.36

#5 x 4'-0" DIAG TOP
AND BTM, TYP

TOW EL 26.90

SLOPE

SLOPE

ALLOWABLE LOCATION
FOR BRACING, TYP

ALLOWABLE LOCATION
FOR BRACING, TYP

BAR SCREEN, FABRICATE
WITH (3) PIECES:

CIRCULATION FAN, SEE
MECHANICAL, ATTACH
TO FRAME BEAM AT
LOCATIONS SHOWN,
SEE SPEC 13 FOR
LOADING INFORMATION

EQ
EQ

C FA
NL

5'-7" 3'-10" 9'-1"

6'
-1

0"
13

'-2
 1

/2
"

EQUIP PAD, TOC
EL 23.69

TOC EL 23.40

TOC  EL 23.40

2'-0" SQ SUMP

TOC  EL 23.40
AROUND PERIMETER

SL
O

PE SLSL

10" THICKENED EDGE
CONCRETE SLAB WITH #5
AT 12" OC EACH WAY, TOP
AND BTM

#5 x 4'-0" DIAG
TOP AND BTM

REINFORCE SLAB
AROUND SAMPLING WELL
PER DETAIL A/S-007

(3) 3" x FULL HEIGHT SLOTS
IN CURB, EQUALLY SPACED
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PM

 3/16" = 1'-0"

R
EK

DECANT FACILITY.RVT

144581

S-200
88

JFH

REK

EJF

RMG

DWL

STORMWATER DECANT FACILITY
FOUNDATION PLAN

STRUCTURAL

 3/16" = 1'-0"
FOUNDATION/FLOOR PLAN

GENERAL NOTES:
1.       INDICATES HORIZONTAL CONTROL POINT
LOCATIONS, SEE DRAWING C-011 FOR COORDINATES.

2. SEE SHEETS S-005 THROUGH S-007 FOR STANDARD
CONCRETE DETAILS.

3.  COORDINATE ALL PIPE PENETRATIONS WITH CIVIL
AND MECHANICAL DRAWINGS.

0 4. GRIDLINES ARE THROUGH CENTERLINES OF
PEDESTALS. BUILDING MANUFACTURER SHALL
LOCATE COLUMNS TO PROVIDE 12" MIN EDGE
DISTANCE AT ANCHOR BOLTS, TYPICAL.

5.  COORDINATE WIDTH OF HARIPINS AT COLUMNS
WITH APPROVED PRE-ENGINEERED METAL BUILDING
ANCHOR BOLT SUBMITTAL.

6.  SUBMIT PROPOSED CONSTRUCTION JOINT LAYOUT
FOR REVIEW AND APPROVAL PRIOR TO
CONSTRUCTION.

LEGEND:
     DOWNSPOUT, CONNECT TO 6" STM AS 

SHOWN ON CIVIL DRAINAGE PLAN.
DS

7.  INSTALL BIRD NETTING ON THE ENTIRE
UNDERSIDE OF THE STORMWATER DECANT FACILITY
ROOF, FLUSH WITH THE BOTTOM OF THE ROOF
FRAMING MEMBERS. AT A MINIMUM, THE BIRD
NETTING SHALL EXTEND FROM GRIDLINE A TO
GRIDLINE B, AND FROM GRIDLINE 1 TO GRIDLINE 5.
SEE SECTION 10 81 13 FOR ADDITIONAL
INFORMATION.

1

1     ADDENDUM NO. 1, ITEM 17                            8/01/2014



FIN GRADE
23.40

5321

S-221

A

S-221

E

4

FIN GRADE
23.40

A B

PRE-ENGINEERED
METAL BUILDING,
SEE SPEC 13 12 20

S-221

C

7'-0" 9'-6"

CURB

S-221

G
1'-0" 2'-3"

4" 

12"

DAMPPROOFING AT
EXTERIOR FACE
(BELOW GRADE) PER
SPEC 07 10 00, TYP

S-221

C

SIM2'
-0

"

FIN GRADE
23.40

A B

22
'-0

" T
YP

S-221

D

PRE-ENGINEERED
METAL BUILDING, SEE
SPEC 13 12 20

STRUCTURAL FILL, SEE
SPEC 31 23 00, TYP

4" 

12"

FIN GRADE
23.40

A B

NOMINAL

4" 

12"
PRE-ENGINEERED
METAL BUILDING,
SEE SPEC 13 12 20

4'-0" 8'-6" 1'-0" 12'-0" 1'-0" 11'-0"

EL 19.60

EL 26.90

EL 19.30
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144581

S-220
89
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REK
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STORMWATER DECANT FACILITY SECTIONS

STRUCTURAL

SECTION

SCALE: 3/16" = 1'-0"

S-200

4

SECTION

SCALE: 1/8" = 1'-0"

S-200

2SECTION

SCALE:  1/8" = 1'-0"

S-200

1 SECTION

SCALE: 1/8" = 1'-0"

S-200

3



FIN GRADE
23.40

B

EL VARIES
SEE PLAN

1'
-1

0"

3'-6" 3'-6" 10" 3'-6" 1'-0"

ASHALT PAVEMENT,
SEE CIVIL

1
1

#6 AT 12" OC 2'-0" 1'-0"

#6 AT 12" OC

#5 AT 12" OC EW, EF

GRATING SUPPORT
SIM DRAWING S-0121'-0"

S-221

F

CURB

0" TY
P

3" PVC WATERSTOP, TYP

#5 AT 12" OC, EA
WAY, EA FACE

#5 AT 12" OC, EA WAY,
CENTERED, TYP AT
WALL BEYOND

1'-9"4'-0"1'-9"
(3) TYPICAL VERT/HORIZ,
FULL LENGTH AS SHOWN
AT WALL BEYOND

CONC SLAB, SEE
PLAN, TYP

#5 AT 12" OC, EA WAY,
EA FACE, TYP

#4 x 3'-0" DIAGONAL AT
WALL BEYOND, TYP

4

1'
-0

"

PREFORMED JOINT FILLER
AND SEALANT, TYP

TYP
1'-0"

TRENCH FLOOR
VARIES

1
1

1'-0"

FIN GRADE
23.40

ASPHALT PAVEMENT, SEE CIVIL

1'
-1

0"

1
1

EQ EQ

SEE PLAN

METAL BUILDING COLUMN

COLUMN PEDESTAL

BASE PLATE ANCHOR BOLTS
SHALL BE SUPPLIED BY METAL
BUILDING MANUFACTURER

EL VARIES
SEE PLAN

EL 26.90

#5 HAIRPIN

CL

#7 AT 12" OC
#7 AT 12" OC

2'-6" 1'-0"

(2) #4 TIES AT TOP, #4 TIES AT 6"
OC REMAINDER

EL 23.90
TYP

#5 AT 12" OC
EACH WAY,
EACH FACE

(12) #6 VERT, EQ SPACED

0"
 T

YP

ASPHALT
PAVEMENT,
SEE CIVIL

CONC SLAB,
SEE PLANS

#5 AT 12" OC,
EA WAY, EA
FACE

EL 28.64

1
1

EL VARIES
SEE PLAN

1'
-1

0"

4'-3"

#6 AT 12" OC

#6 AT 12" OC
2'-0"1'-0"

#8 AT 12" OC
(AT PUSH WALL)

3'-0"1'-0"

GRID

1'-3" 9"

SEE PLAN FOR CONC SLAB
THICKNESS AND REINF

SUMP RIM ELEV, SEE PLAN

1'-0" 6" TYP

6" PVC WATERSTOP, TYP

3"

6"

3'-0"

#5 AT 12" OC

1'
-0

"

#5 AT 12" OC EA
WAY, EA FACE WITH
STD HOOK, TYP

#5 AT 12" OC EA WAY,
TOP AND BTM, 3" CONC
COVER TOP AND BTM

GALV STEEL GRATING, 1 1/2"
CLEAR BAR SPACING, IN (3)
PIECES - SEE PLAN

P 3/8x3x0'-6" WITH 1/2" DIA
BOLT

PROVIDE (4) CONNECTION
TABS TOTAL, EQ SPACED
L

1/4

C L
2"

 T
YP

P 3/8x8x0'-8" WITH (4) 1/2" DIA
THREADED ROD ANCHORS,
DRILL AND EPOXY, 4" EMBED

L

3/4" GALV FORGED EYE
BOLT, DRILL AND EPOXY,
4" EMBED

EL 21.55

TOPPING SLAB KEYWAY

1 
1/

2"

5 1/2"

L4x4x1/4 WITH 1/2" DIA HEADED
STUDS AT 16" OC FOR EXTENTS
OF STEEL PLATE, SEE PLAN

1/4" STEEL PLATE CAST
INTO WALL WITH 1/2" DIA
HEADED STUDS AT 24" OC
EACH WAY, 4" MIN EMBED

GRIND
FLUSH

#9 AT 4" OC EA WAY

#5 AT 12" OC EA WAY

1/4" x 3" WIDE STEEL
PLATE CAST INTO SLAB
WITH 1/2" DIA HEADED
STUDS AT 24" OC

FIN GRADE
23.40

B

9 
1/

2"

6"

1'-7"

1
2

2"

#4 AT 16"
OC, TYP

1'
-8

"

(3) #4 LONG#4x1'-6" AT
16" OC

1/
2"

FIN GRADE
23.40

B

#4 AT 16"
OC, TYP

1'
-8

"

(3) #4 LONG

#4x1'-6" AT 16" OC

NOTE:
SEE DETAIL F/S-221
FOR DIMENSIONS

TOC EL = 23.20

#5 x 1'-6" DOWEL AT 18"
OC, DRILL AND EPOXY, 4"
EMBED, CENTER IN SLAB
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STORMWATER DECANT FACILITY SECTIONS
AND DETAILS

SECTION

SCALE: 3/4" = 1'-0"

S-200

5 DETAIL

SCALE:  3/8" = 1'-0"

S-220

A

CENTRAL SUMP

DETAIL

SCALE:  3/4" = 1'-0"

S-220

D

FOOTING AT PEDESTAL

DETAIL

SCALE: 3/4" = 1'-0"

S-220

E

TYPICAL WALL AND FOOTING

DETAIL

SCALE: 3/4" = 1'-0"

S-220

C

SUMP

DETAIL

SCALE: 1 1/2" = 1'-0"

B

EMBED PLATE DETAIL

S-200

DETAIL

SCALE: 1 1/2" = 1'-0"

S-221

F

CURB

DETAIL

SCALE: 1 1/2" = 1'-0"

S-220

G

CURB












